
ULTRASEAL 
CEMENTITIOUS

GENERIC APPLICATION SPECIFICATION FOR THE

APPLICATION OF ULTRASEAL CEMENTITIOUS

5.0 Application of Ultraseal Cementitious
Waterproofi ng Part A & B

Method of application:
• Brush
• Roller
• Trowel (Preferred)
Mix ratio: 
• Part A 10.5 Kg Polymer
• Part B 4.5 Kg Powder
Mixing:
Mix with a slow mechanical mixer. Pour powder slowly into liquid
whilst continuously mixing. Continue to mix for 3 minutes until
uniform and lump free. 
Typical dry fi lm thickness: 1.5 – 3 mm
Thinning:
Maximum 500 ml water may be added to improve consistency.
Wet the concrete surface slightly without forming puddles prior to
application.
Theoretical concentration/m²: ± 4 Kg (excl wastage)
Overcoating time:
• Min: 2 – 6 hours (Must be touch dry)
• Max: 48 hours @ 25º C
Pot life: 45 minutes at 25º C
NB: Tiling can be done directly on top of Ultraseal Cementitious
waterproofi ng.

7.0 Inspection and Test Reports:
• Daily reports for humidity, temperature, dew point shall be

recorded.
• Dust and debris reports.
• Dry fi lm thickness measurements (SSPC – PA9) Ultrasonic

gauge.
• Moisture content reports.

8.0 Technical Data Sheets and Material
Safety Data Sheets:

The following Technical Data Sheets and Material Safety Data
Sheets are provided with the specifi cation:
• Ultraseal Cementitious

SUBSTRATE: CONCRETE
1.0 Weather Conditions:
No coating shall be done when relative humidity exceeds 85%.
The surface temperature must be greater than 3º C above dew
point. The ambient temperature must be greater than 10º C.
Environmental conditions shall be checked every 2 hours or if the
weather condition changes.

2.0 Pre-preparations:
• Visual inspection must be done on concrete surface to check

for porosity, exposed aggregate, protrusions, cracks, physical
damage or contaminants.

• Concrete surfaces must preferably be cured for a minimum of
28 days.

2.1 Pre-cleaning:
• Vacuum cleaning or air blast cleaning may be used to

remove all loose dirt, dust and debris in accordance with
ASTM D4258.

• If required, detergent water cleaning and steam cleaning may
be used to remove oils and grease from the concrete.

3.0 Surface Preparation:
The preparation of concrete using certain mechanical 
methods:
• Hand or power tool cleaning
• Scarifying
• Abrasive cleaning
• Portable centrifugal blast cleaning
• High Pressure water cleaning

All existing coating and laitance must be removed.

4.0 Cleanliness of Surface Prior to Application:
• No signifi cant visual dust.
• Newly abraded profi le is cleaned to a dust and debris

ISO 8502-3 max rating 2.
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DISAVOWAL: The customer acknowledges and understands that after delivery, the goods will have left the control of Rigifoam (Pty) Ltd, and that the customer will be responsible for the unpacking of and connection/installation of the goods. 
The customer acknowledges that it is his/her further responsibility to ensure that a fully qualifi ed and competent person is used to install the goods to ensure their effective operation. Failure by the customer to ensure the installation of 
the goods, according to the written instructions of the manufacturer and/or supplier, by a fully qualifi ed and competent person, may result in the failure of the goods, injury, loss or damages to the customer. Accordingly, and in this event, 
Rigifoam (Pty) Ltd accepts no responsibility for any loss or damages that might arise by reason of death or personal injury to any person engaged in the installation or use of the goods thereafter, subject to the provisions of the Consumer 
Protection Act 68 of 2008.

Date issued: 
Date revised:
Revision No.: 0

In accordance with ISO 9001/2015 and the Occupational Health and Safety Act (Act 85 of 1993), herewith Product and Safety Data 
Sheet.

We hereby confi rm that we have received a Product and Safety Data sheet for ULTRASEAL CEMENTITIOUS and are returning the 
obsolete copies.

Company Name:-

Signature:-                                                        Printed Name:-

Date:-

Product and Safety Data Sheet Reg. No;-


